
COMMONWEALTH of VIRGINIA 
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DEPARTMENT OF ENVIRONMENTAL QUALITY 
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13901 Crown Court, Woodbridge, Virginia 22193 
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David K. Paylor 
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August 24, 2015 

Mr. Christopher Hively 
Town Manager 
Town of Culpeper 

CERTIFIED MAIL 
RETURN RECEIPT REQUESTED 

400 South Main Street 
Culpeper, VA 22701 

Re: Reissuance of VPDES Permit No. VA0061590 
Town of Culpeper WPCF, Culpeper County 

Dear Mr. Hively: 

The Department of Environmental Quality (DEQ) has approved the enclosed effluent limitations and monitoring 
requirements for the above-referenced permit. Copies of your permit and fact sheet are enclosed. 

A Discharge Monitoring Report (DMR) form is no longer included in the reissuance package since you are already 
enrolled in DEQ's electronic DMR (e-DMR) program. The first electronic DMR submittal for the month of 
September 2015 is due by October 10, 2015. Please reference the effluent limits in your permit and report 
monitoring results in e-DMR to the same number of significant digits as are included in the permit limits for the 
parameter. The regional contact for e-DMR is Rebecca Vice; she can be reached at (703) 583-3922 or by e-mail at 
Rebecca.Vice@deq.virginia.gov. DMRs for your sludge reporting are included with this package. 

Please note that compliance with the permit's requirements for use and disposal of sewage sludge does not relieve 
you of your responsibility to comply with federal requirements set forth in 40 CFR Part 503. Until DEQ seeks and 
is granted authority to administer the Part 503 regulations by EPA, treatment works treating domestic sewage should 
continue to work directly with EPA to comply with them. For more information, you can call the EPA Region III 
office in Philadelphia at (215)814-5735. 

Please note that if this permit is to be reissued in five years, there are specific testing requirements associated with 
the Form 2A reissuance application that are different from the testing requirements in your permit. In order to 
provide the necessary data for Form 2A you may need to begin additional sampling during the term of this permit 
prior to receiving a reissuance reminder letter from this agency. Please look at Form 2A Part D (Expanded Effluent 
Testing Data) and Part E (Toxicity Testing Data) for the sampling requirements. Please note that DEQ and EPA 
will no longer accept waiver requests from the sampling or testing requirements in the application forms. 

As provided by Rule 2A:2 of the Supreme Court of Virginia, you have thirty days from the date of service (the date 
you actually received this decision or the date it was mailed to you, whichever occurred first) within which to appeal 
this decision by filing a notice of appeal in accordance with the Rules of the Supreme Court of Virginia with the 
Director, Department of Environmental Quality. In the event that this decision is served on you by mail, three days 
are added to that period. 
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Alternately, any owner under §§ 62.1-44.16, 62.1-44.17, and 62.1-44.19 of the State Water Control Law aggrieved 
by any action of the State Water Control Board taken without a formal hearing, or by inaction of the Board, may 
demand in writing a formal hearing of such owner's grievance, provided a petition requesting such hearing is filed 
with the Board. Said petition must meet the requirements set forth in § 1.23(b) of the Board's Procedural Rule No. 1. 
In cases involving actions of the Board, such petition must be filed within thirty days after notice of such action is 
mailed to such owner by certified mail. 

A Reliability Class I is assigned to this facility and this facility has Class I licensed operator requirements. 

If you have questions about the permit, please contact (Permit Writer) at (703)583-3834, or by E-mail at 
alison.thompson@deq.virginia.gov. 

Bryant Thomas 
Water Permit & Planning Manager 

Enc: Permit for VA0061590 
Fact Sheet for VA0061590 

cc: DEQ-Water, OWPP 
EPA-Region III, 3WP12 
Department of Health, Culpeper/Lexington 
Water Compliance, NRO 

Respectfully, 



PERMITTEE NAME/ADDRESS(INCLUDE 
FACILITY NAME/LOCATION IF DIFFERENT) 

NAME Cu lpepe r Wastewater Trea tment P l a n t 
ADDRESS c /o Town o f Cu lpeper 

Cu lpepe r y& 

FACILITY 
LOCATION 15108 Service Ln 

Extension 

22701 

Route 699 Chandler St 

COMMONWEALTH OF VIRGINIA 
DEPARTMENT OF ENVIRONMENTAL QUALITY 

NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM(NPDES) 
DISCHARGE MONITORING REPORT(DMR) 

FROM 

VA0061590 

PERMIT NUMBER DISCHARGE NUMBER 

MONITORING PERIOD 

YEAR MO DAY 

TO 
YEAR MO DAY 

Municipal Major 07/15/2015 

DEPT. OF ENVIRONMENTAL QUALITY 
(REGIONAL OFFICE) 

N o r t h e r n R e g i o n a l O f f i c e 

13 901 Crown Cour t 

Woodbridge VA 22193 

M Q T E - READ PERMIT AND GENERAL INSTRUCTIONS 
BEFORE COMPLETING THIS FORM. 

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION NO. 
EX. 

FREQUENCY 
OF 

ANALYSIS 

SAMPLE 
TYPE PARAMETER 

AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM UNITS 

NO. 
EX. 

FREQUENCY 
OF 

ANALYSIS 

SAMPLE 
TYPE 

6 7 2 S O L I D S , TOTAL , SLUDGE 

AS PERCENT 

REPORTD ********* ********* ********* 6 7 2 S O L I D S , TOTAL , SLUDGE 

AS PERCENT REQRMNT ********* ********* ********* NL NL % 1/YR COMP 

680 A R S E N I C , SLUDGE REPORTD ********* ********* ********* 680 A R S E N I C , SLUDGE 

REQRMNT ********* ********* ********* 4 1 75 MG/KG 0 1/YR COMP 

6 8 1 MOLYBDENUM, SLUDGE REPORTD ********* ********* ********* ********* 6 8 1 MOLYBDENUM, SLUDGE 

REQRMNT ********* ********* ********* ********* 75 MG/KG 0 1/YR COMP 

6 8 2 Z I N C , SLUDGE REPORTD ********* ********* ********* 6 8 2 Z I N C , SLUDGE 

REQRMNT ********* ********* ********* 2 8 0 0 7 5 0 0 MG/KG 0 1/YR COMP 

683 LEAD, SLUDGE REPORTD ********* ********* ********* 683 LEAD, SLUDGE 

REQRMNT ********* ********* ********* 300 840 MG/KG 0 1/YR COMP 

6 84 N I C K E L , SLUDGE REPORTD ********* ********* ********* 6 84 N I C K E L , SLUDGE 

REQRMNT ********* ********* ********* 420 420 MG/KG 0 1/YR COMP 

6 85 MERCURY, SLUDGE REPORTD ********* ********* ********* 6 85 MERCURY, SLUDGE 

REQRMNT ********* ********* ********* 17 57 MG/KG 0 1/YR COMP 

686 COPPER, SLUDGE REPORTD ********* ********* ********* 686 COPPER, SLUDGE 

REQRMNT ********* ********* ********* 1 5 0 0 4 3 0 0 MG/KG 0 1/YR COMP 

ADDITIONAL PERMIT REQUIREMENTS OR COMMENTS 

BYPASSES 
AND 

OVERFLOWS 

TOTAL 
OCCURRENCES 

TOTAL FLOW(M.G.) TOTAL BOD5(K.G.) OPERATOR IN RESPONSIBLE CHARGE DATE BYPASSES 
AND 

OVERFLOWS 

I CERTIFY UNDER P 

PREPARED UNDER MY 

ENALTY OF LAW THAT THIS DOCUMENT AND A L I 

DIRECTION OR SUPERVISION I N ACCORDANCE 

ATTACHMENTS WERE 

WITH A SYSTEM 

TYPED OR PRINTED NAME SIGNATURE CERTIFICATE NO. YEAR MO. DAY 

DESIGNED TO ASSURE THAT QUALIFIED PERSONNEL PROPERLY GATHER AND EVALUATE 

THE INFORMATION SUBMITTED. BASED ON MY INQUIRY OF THE PERSON OR PERSONS 

WHO MANAGE THE SYSTEM OR THOSE PERSONS DIRECTLY RESPONSIBLE FOR GATHERING 

THE INFORMATION, THE INFORMATION "SUBMITTED IS TO THE BEST OF MY KNOWLEDGE" 

AND BELIEF TRUE, ACCURATE AND COMPLETE. I AM AWARE THAT THERE ARE 

SIGNIFICANT PENALTIES FOR SUBMITTING FALSE INFORMATION, INCLUDING THE 

POSSIBILITY OF FINE AND IMPRISONMENT FOR KNOWING VIOLATIONS. 

PRINCIPAL EXECUTIVE OFFICER OR AUTHORIZED AGENT TELEPHONE DESIGNED TO ASSURE THAT QUALIFIED PERSONNEL PROPERLY GATHER AND EVALUATE 

THE INFORMATION SUBMITTED. BASED ON MY INQUIRY OF THE PERSON OR PERSONS 

WHO MANAGE THE SYSTEM OR THOSE PERSONS DIRECTLY RESPONSIBLE FOR GATHERING 

THE INFORMATION, THE INFORMATION "SUBMITTED IS TO THE BEST OF MY KNOWLEDGE" 

AND BELIEF TRUE, ACCURATE AND COMPLETE. I AM AWARE THAT THERE ARE 

SIGNIFICANT PENALTIES FOR SUBMITTING FALSE INFORMATION, INCLUDING THE 

POSSIBILITY OF FINE AND IMPRISONMENT FOR KNOWING VIOLATIONS. 

DESIGNED TO ASSURE THAT QUALIFIED PERSONNEL PROPERLY GATHER AND EVALUATE 

THE INFORMATION SUBMITTED. BASED ON MY INQUIRY OF THE PERSON OR PERSONS 

WHO MANAGE THE SYSTEM OR THOSE PERSONS DIRECTLY RESPONSIBLE FOR GATHERING 

THE INFORMATION, THE INFORMATION "SUBMITTED IS TO THE BEST OF MY KNOWLEDGE" 

AND BELIEF TRUE, ACCURATE AND COMPLETE. I AM AWARE THAT THERE ARE 

SIGNIFICANT PENALTIES FOR SUBMITTING FALSE INFORMATION, INCLUDING THE 

POSSIBILITY OF FINE AND IMPRISONMENT FOR KNOWING VIOLATIONS. 

TYPED OR PRINTED NAME SIGNATURE YEAR MO. DAY 



PERMITTEE NAME/ADDRESS(INCLUDE 

FACILITY NAME/LOCATION IF DIFFERENT) 

NAME Cu lpepe r Wastewater Trea tment P l a n t 

ADDRESS 
c /o Town o f Cu lpeper 

Cu lpepe r VA 

FACILITY 

LOCATION 

22701 

15108 Service Ln - Route 699 Chandler St 

Extension 

COMMONWEALTH OF VIRGINIA 
DEPARTMENT OF ENVIRONMENTAL QUALITY 

NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM(NPDES) 

DISCHARGE MONITORING REPORT(DMR) 

FROM 

VA0061590 

PERMIT NUMBER 

SOI 

DISCHARGE NUMBER 

MONITORING PERIOD 

YEAR MO DAY 

TO 

YEAR MO DAY 

Municipal Major 07/15/2015 

DEPT. OF ENVIRONMENTAL QUALITY 

(REGIONAL OFFICE) 

N o r t h e r n R e g i o n a l O f f i c e 

13901 Crown Cour t 

Woodbridge VA 22193 

NOTE' READ PERMIT AND GENERAL INSTRUCTIONS 
' BEFORE COMPLETING THIS FORM. 

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION NO. 

EX. 

FREQUENCY 

OF 

ANALYSIS 

SAMPLE 

TYPE 
PARAMETER 

AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM UNITS 

NO. 

EX. 

FREQUENCY 

OF 

ANALYSIS 

SAMPLE 

TYPE 

687 CADMIUM, SLUDGE REPORTD ********* ********* ********* 687 CADMIUM, SLUDGE 

REQRMNT ********* ********* ********* 39 85 MG/KG 0 1/YR COMP 

688 LEVEL OF PATHOGEN 

REQUIREMENTS ACHIEVED 

REPORTD ********* ********* ********* ********* 688 LEVEL OF PATHOGEN 

REQUIREMENTS ACHIEVED 
REQRMNT ********* ********* ********* ********* NL STCL# 0 1/YR * * * * * * i 

689 D E S C R I P T I O N OF 

PATHOGEN OPTION USED 

REPORTD ********* ********* ********* ********* 689 D E S C R I P T I O N OF 

PATHOGEN OPTION USED 
REQRMNT ********* ********* ********* ********* NL ALTR# 0 1/YR * * * * * * i 

6 90 VECTOR ATTRACTION 

REDUCTION OPTION USED 

REPORTD ********* ********* ********* ********* 6 90 VECTOR ATTRACTION 

REDUCTION OPTION USED 
REQRMNT ********* ********* ********* ********* NL ALTR# 0 1/YR * * * * * * ii 

6 97 SELENIUM, SLUDGE REPORTD ********* ********* ********* 6 97 SELENIUM, SLUDGE 

REQRMNT ********* ********* ********* 100 100 MG/KG 0 1/YR COMP 

REPORTD 

REQRMNT * * * * * * * 

REPORTD 

REQRMNT * * * * * * * 

REPORTD 

REQRMNT * * * * * * * 
ADDITIONAL PERMIT REQUIREMENTS OR COMMENTS 

BYPASSES 

AND 

OVERFLOWS 

TOTAL 

OCCURRENCES 
TOTAL FLOW(M.G ) TOTAL BOD5(K.G.) OPERATOR IN RESPONSIBLE CHARGE DATE BYPASSES 

AND 

OVERFLOWS 

I CERTIFY UNDER P 

PREPARED UNDER MY 

ENALTY OF LAW THAT 

DIRECTION OR SUPER 

rHIS DOCUMENT AND ALL 

VISION I N ACCORDANCE 

ATTACHMENTS WERE 

WITH A SYSTEM 

TYPED OR PRINTED NAME SIGNATURE CERTIFICATE NO. YEAR MO. DAY 

DESIGNED TO ASSURE THAT QUALIFIED PERSONNEL PROPERLY GATHER AND EVALUATE 

THE INFORMATION SUBMITTED. BASED ON MY INQUIRY OF THE PERSON OR PERSONS 

WHO MANAGE THE SYSTEM OR THOSE PERSONS DIRECTLY RESPONSIBLE FOR GATHERING 

THE INFORMATION, THE INFORMATION' SUBMITTED IS TO THE BEST OF MY KNOWLEDGE 

AND BELIEF TRUE, ACCURATE AND COMPLETE. I AM AWARE THAT THERE ARE 

SIGNIFICANT PENALTIES FOR SUBMITTING FALSE INFORMATION, INCLUDING THE 

POSSIBILITY OF FINE AND IMPRISONMENT FOR KNOWING VIOLATIONS. 

PRINCIPAL EXECUTIVE OFFICER OR AUTHORIZED AGENT 
TELEPHONE DESIGNED TO ASSURE THAT QUALIFIED PERSONNEL PROPERLY GATHER AND EVALUATE 

THE INFORMATION SUBMITTED. BASED ON MY INQUIRY OF THE PERSON OR PERSONS 

WHO MANAGE THE SYSTEM OR THOSE PERSONS DIRECTLY RESPONSIBLE FOR GATHERING 

THE INFORMATION, THE INFORMATION' SUBMITTED IS TO THE BEST OF MY KNOWLEDGE 

AND BELIEF TRUE, ACCURATE AND COMPLETE. I AM AWARE THAT THERE ARE 

SIGNIFICANT PENALTIES FOR SUBMITTING FALSE INFORMATION, INCLUDING THE 

POSSIBILITY OF FINE AND IMPRISONMENT FOR KNOWING VIOLATIONS. 

. . - — -

DESIGNED TO ASSURE THAT QUALIFIED PERSONNEL PROPERLY GATHER AND EVALUATE 

THE INFORMATION SUBMITTED. BASED ON MY INQUIRY OF THE PERSON OR PERSONS 

WHO MANAGE THE SYSTEM OR THOSE PERSONS DIRECTLY RESPONSIBLE FOR GATHERING 

THE INFORMATION, THE INFORMATION' SUBMITTED IS TO THE BEST OF MY KNOWLEDGE 

AND BELIEF TRUE, ACCURATE AND COMPLETE. I AM AWARE THAT THERE ARE 

SIGNIFICANT PENALTIES FOR SUBMITTING FALSE INFORMATION, INCLUDING THE 

POSSIBILITY OF FINE AND IMPRISONMENT FOR KNOWING VIOLATIONS. 

TYPED OR PRINTED NAME SIGNATURE YEAR MO. DAY 



PERMITTEE NAME/ADDRESS(INCLUDE 
FACILITY NAME/LOCATION IF DIFFERENT) 

NAME Culpeper Wastewater Treatment Plant 
ADDRESS c/o Town of Culpeper 

Culpeper % 
FACILITY 
LOCATION 

22701 

15108 Service Ln - Route 699 Chandler St 
Extension 

COMMONWEALTH OF VIRGINIA 
DEPARTMENT OF ENVIRONMENTAL QUALITY 

NATIONAL POLLUTANT DISCHARGE ELIMINATION SYSTEM(NPDES) 
DISCHARGE MONITORING REPORT(DMR) 

FROM 

V A 0 0 6 1 5 9 0 SP1 

PERMIT NUMBER DISCHARGE NUMBER 

MONITORING PERIOD 

YEAR MO DAY 

TO 
YEAR MO DAY 

TO 

Municipal Major 07/15/2015 

DEPT. OF ENVIRONMENTAL QUALITY 
(REGIONAL OFFICE) 

Northern Regional O f f i c e 

13 901 Crown Court 

Woodbridge VA 22193 

MOTE- READ PERMIT AND GENERAL INSTRUCTIONS 
' BEFORE COMPLETING THIS FORM. 

PARAMETER QUANTITY OR LOADING QUALITY OR CONCENTRATION NO. 
EX. 

FREQUENCY 
OF 

ANALYSIS 

SAMPLE 
TYPE PARAMETER 

AVERAGE MAXIMUM UNITS MINIMUM AVERAGE MAXIMUM UNITS 

NO. 
EX. 

FREQUENCY 
OF 

ANALYSIS 

SAMPLE 
TYPE 

6 93 ANNUAL SLUDGE 

PRODUCTION TOTAL 

REPORTD ********* ********* ********* ********* 6 93 ANNUAL SLUDGE 

PRODUCTION TOTAL REQRMNT ********* NL MTNYR ********* ********* ********* 0 1/YR CALC 

6 94 ANNUAL AMT SLUDGE 

LAND A P P L I E D 

REPORTD ********* ********* ********* ********* 6 94 ANNUAL AMT SLUDGE 

LAND A P P L I E D REQRMNT ********* NL MTNYR ********* ********* ********* 0 1/YR CALC 

6 96 ANNUAL AMT SLUDGE 

DISPOSED I N L A N D F I L L ' 

REPORTD ********* ********* ********* ********* 6 96 ANNUAL AMT SLUDGE 

DISPOSED I N L A N D F I L L ' REQRMNT ********* NL MTNYR ********* ********* ********* 0 1/YR CALC 

REPORTD 

REQRMNT * * * * * * * 

REPORTD 

REQRMNT * * * * * * * 

REPORTD 

REQRMNT * * * * * * * 

REPORTD 

REQRMNT * * * * * * * 

REPORTD 

REQRMNT * * * * * * * 

ADDITIONAL PERMIT REQUIREMENTS OR COMMENTS 

BYPASSES 
AND 

OVERFLOWS 

TOTAL 
OCCURRENCES 

TOTAL FLOW(M.G.) TOTAL BOD5(K.G.) OPERATOR IN RESPONSIBLE CHARGE DATE BYPASSES 
AND 

OVERFLOWS 

I CERTIFY UNDER P 

PREPARED UNDER MY 

BNALTY OF LAW THAT 

DIRECTION OR SUPER 

THIS DOCUMENT AND ALL 

VISION I N ACCORDANCE 

ATTACHMENTS WERE 

WITH A SYSTEM 

TYPED OR PRINTED NAME SIGNATURE CERTIFICATE NO. YEAR MO. DAY 

DESIGNED TO ASSURE THAT QUALIFIED PERSONNEL PROPERLY GATHER AND EVALUATE 

THE INFORMATION SUBMITTED. BASED ON MY INQUIRY OF THE PERSON OR PERSONS 

WHO MANAGE THE SYSTEM OR THOSE PERSONS DIRECTLY RESPONSIBLE FOR GATHERING 

THE INFORMATION, THE INFORMATION SUBMITTED~Ts~ TO' THE BEST OF MY*"KNOWLEDGE 

AND BELIEF TRUE, ACCURATE AND COMPLETE. I AM AWARE THAT THERE ARE 

SIGNIFICANT PENALTIES FOR SUBMITTING FALSE INFORMATION, INCLUDING THE 

POSSIBILITY OF FINE AND IMPRISONMENT FOR KNOWING VIOLATIONS. 

PRINCIPAL EXECUTIVE OFFICER OR AUTHORIZED AGENT TELEPHONE DESIGNED TO ASSURE THAT QUALIFIED PERSONNEL PROPERLY GATHER AND EVALUATE 

THE INFORMATION SUBMITTED. BASED ON MY INQUIRY OF THE PERSON OR PERSONS 

WHO MANAGE THE SYSTEM OR THOSE PERSONS DIRECTLY RESPONSIBLE FOR GATHERING 

THE INFORMATION, THE INFORMATION SUBMITTED~Ts~ TO' THE BEST OF MY*"KNOWLEDGE 

AND BELIEF TRUE, ACCURATE AND COMPLETE. I AM AWARE THAT THERE ARE 

SIGNIFICANT PENALTIES FOR SUBMITTING FALSE INFORMATION, INCLUDING THE 

POSSIBILITY OF FINE AND IMPRISONMENT FOR KNOWING VIOLATIONS. 

_ . -

DESIGNED TO ASSURE THAT QUALIFIED PERSONNEL PROPERLY GATHER AND EVALUATE 

THE INFORMATION SUBMITTED. BASED ON MY INQUIRY OF THE PERSON OR PERSONS 

WHO MANAGE THE SYSTEM OR THOSE PERSONS DIRECTLY RESPONSIBLE FOR GATHERING 

THE INFORMATION, THE INFORMATION SUBMITTED~Ts~ TO' THE BEST OF MY*"KNOWLEDGE 

AND BELIEF TRUE, ACCURATE AND COMPLETE. I AM AWARE THAT THERE ARE 

SIGNIFICANT PENALTIES FOR SUBMITTING FALSE INFORMATION, INCLUDING THE 

POSSIBILITY OF FINE AND IMPRISONMENT FOR KNOWING VIOLATIONS. 

TYPED OR PRINTED NAME SIGNATURE YEAR MO. DAY 



This report is required by your VPDES permit and by law. (See, e.g., the Code of Virginia of 1950 §62.1-44.5 and 9 VAC 25-31-50.) Failure to 
report or failure to report truthfully can result in civil penalties of $32,500 per violation, per day and felony prosecutions which can carry a 15 
year term. 

DISCHARGE MONITORING REPORT (DMR) - GENERAL INSTRUCTIONS 

1. Complete this form in permanent ink or indelible pencil. The use of'correction fluid/tape' is not allowed. 

2. Be sure to enter the dates for the first and last day of the period covered by the report on the form in the space marked "Monitoring Period". 

3. For those parameters where the "permit requirement" spaces have a requirement or limitation, provide data in the "reported" spaces in 
accordance with your permit. 

4. Enter the average and maximum quantities and units in the "reported" spaces in the columns marked "Quantity or Loading". 
KG/DAY = Concentration (mg/L) x Flow (MGD) x 3.785 G/D (Grams/Day) = Concentration (mg/L) x Flow (MGD) x 3785 

5. Enter maximum, minimum, and/or average concentrations and units in the "reported" spaces in the columns marked "Quality or Concentration". 

6. For all parameters enter the number of samples which do not comply with the maximum and/or minimum permit requirements in the "reported" 
space in the column marked "No. Ex." (Number of Exceedances). If none, enter "0". Do NOT include monthly average violations in this field. 
Include any Maximum 7-Day Average and Maximum Weekly Average violations in this field. Permittees with continuous pH, or temperature monitoring 
requirements should consult the permit for what constitutes an exceedance and report accordingly. 

7. You are required to sample (at a minimum) according to the Sample Frequencies and Sample Types specified in your permit. 

8. Enter the actual frequency of analysis for each parameter (number of times per day, week, month, etc.) in the "reported" space in the column 
marked "Frequency of Analysis". 

9. Enter the actual type of sample (Grab, 8HC, 24HC, etc) collected for each parameter in the "reported" space in the column marked "Sample Type". 

10. Enter additional required data or comments in the space marked "additional permit requirements or comments". If additional required data or 
comments are appended to the DMR, reference appended correspondence in this field. 

11. Record the number of bypasses during the month, the total flow in million gallons (MG) and BODS in kilograms (KG) in the proper columns in the 
section marked "Bypasses and Overflows". 

12. The operator in responsible charge of the facility should review the form and sign in the space provided. If the plant is required to have a licensed 
operator or if the operator in responsible charge of the facility is a licensed operator, the operator's signature and certificate number must be 
reported in the spaces provided. 

13. The principal executive officer then reviews the form and must sign in the space provided and provide a telephone number where he/she can be 
reached. Every page of the DMR must have an original signature. 

14. Send the completed form(s) with original signatures to your Department of Environmental Quality Regional Office by the 10th of each month unless 
otherwise specified in the permit. 

15. You are required to retain a copy of the report for your records. 

16. Where violations of permit requirements are reported, attach a brief explanation in accordance with the permit requirements describing causes and 
corrective actions taken. Reference each separate violation by date. 

17. If you have any questions, contact the Department of Environmental Quality Regional Office listed on the DMR. 



COMMONWEALTH of VIRGINIA 
DEPARTMENT OF ENVIRONMENTAL QUALITY 

Permit No. VA0061590 
Effective Date: September 1,2015 

Expiration Date: August 31,2020 

AUTHORIZATION TO DISCHARGE UNDER THE 

VIRGINIA POLLUTANT DISCHARGE ELIMINATION SYSTEM 

AND THE VIRGINIA STATE WATER CONTROL LAW 

In compliance with the provisions of the Clean Water Act as amended and pursuant to the State Water Control 
Law and regulations adopted pursuant thereto, the following owner is authorized to discharge in accordance with 
the information submitted' with the permit application, and with this permit cover page, Part I - Effluent 
Limitations and Monitoring Requirements, Part II - Conditions Applicable To All VPDES Permits, and Part III -
Biosolids, as set forth herein. 

Owner Name: Town of Culpeper 

Facility Name: Town of Culpeper WPCF 

County: Culpeper 

Facility Location: 15108 Service Lane, Culpeper, VA 22701 

The owner is authorized to discharge to the following receiving stream: 

Stream Name: Mountain Run 

River Basin: Rappahannock 

River Subbasin: None 

Section: 4 

Class: III 

Special Standards: None 

Thomas A. Faha 
Director, Northern Regional Office 

Department of Environmental Quality 



VA0061590 
Parti 

Page 1 of 10 

Effluent Limitations and Monitoring Requirements 
1. Outfall 001-6.0 MGD Facility 

a. There shall be no discharge of floating solids or visible foam in other than trace amounts. 

b. In addition to any Total Nitrogen or Total Phosphorus concentration limits (or monitoring requirements without associated limits) 
listed below, this facility has Total Nitrogen and Total Phosphorus calendar year load limits associated with this outfall included in 
the current Registration List under registration number VAN020024, enforceable under the General VPDES Watershed Permit 
Regulation for Total Nitrogen and Total Phosphorus Dischargers and Nutrient Trading in the Chesapeake Watershed in Virginia. 

c. During the period beginning with the permit's effective date and lasting until the expiration date, the permittee is authorized to 
discharge from Outfall Number 001. Such discharges shall be limited and monitored by the permittee as specified below. 

Parameter Discharge Limitations Monitoring Requirements 

Monthly Average'1' Weekly Average'1' Minimum Maximum'1' Frequency Sample Type 

Flow<2) (MGD) NL NA NA NL Continuous TIRE 

BOD5 (December - May) 12 mg/L 270 kg/d 18 mg/L 410 kg/d NA NA 1/D 24H-C 

CBOD5 (June - November) 8 mg/L 180 kg/d 12 mg/L 270 kg/d NA NA 1/D 24H-C 

TSS (December - May) 12 mg/L 270 kg/d 18 mg/L 410 kg/d NA NA . 1/D 24H-C 

TSS (June - November) 8.0 mg/L 180 kg/d 12 mg/L 270 kg/d NA NA 1/D 24H-C 

Ammonia, as N (December - May) 3.7 mg/L 4.5 mg/L NA NA 1/D 24H-C 

TKN (June - November) 3.0 mg/L 150 lb/d 4.5 mg/L 220 lb/d NA NA 1/D 24H-C 

TKN (December-May) NL mg/L NA NA NA 1/W 24H-C 

pH NA NA 6.0 S.U. 9.0 S.U. 1/D Grab 

Dissolved Oxygen NA NA 6.5 mg/L NA 1/D Grab 

E. coli (Geometric Mean) 126O/100 mL NA NA NA 1/D Grab 

E. coli - 12 month Max Load'61 (cfu/yr) NA NA NA 4.58E+12 1/M Calculated 

Nitrate+Nitrite, as N NL mg/L NA NA NA 1/W 24H-C 

Total Nitrogen (4 ) NL mg/L NA NA NA 1/W Calculated 

Total Nitrogen - Year to Date < 5 ) . NL mg/L NA NA NA 1/M Calculated 

Total Nitrogen - Calendar Year < 5 ) 4.0 mg/L NA NA NA 1/YR Calculated 

Total Phosphorus NL mg/L NA NA NA 1/W 24H-C 

Total Phosphorus - Year to Date (5 ) NLmg/L NA NA NA 1/M Calculated 

Total Phosphorus - Calendar Year (5 ) 0.30 mg/L NA NA NA 1/YR Calculated 

Chronic Toxicity - C. dubia (TUC)
< 3 ) NA NA NA NL 1/YR 24H-C 

Chronic Toxicity - P. promelas (TUC)
< 3 ) NA NA NA NL 1/YR 24H-C 

( I) 

(2) 

(3) 

See Part I B. 

The design flow is 6.0 MGD. 

See Part 1 C. for toxicity monitoring requirements 

Total Nitrogen is the sum of Total Kjeldahl Nitrogen and 
NO2+NO3 Nitrogen and shall be calculated from the 
results of those tests. 

MGD = Million gallons per day. 
NA = Not applicable. 
NL = No limit; monitor and report. 

S.U. = Standard units. 
TIRE = Totalizing, indicating and recording equipment. 

1/D = Once every day. 
1/W = Once every week. 
1/M = Once every month. 

1/YR = Once every calendar year. 

(5) 

(6) 

24H-C = 

Grab : 

See Part I B.3. for nutrient reporting calculations 
See Part I.B.4 for calculation of the E. coli 12 month load. 
A flow proportional composite sample collected martially or automatically, and discretely or continuously, for the entire discharge of the monitored 24-hour period. Where 
discrete sampling is employed, thepermittee shall collect a minimum of twenty-four (24) aliquots for compositing. Discrete sampling may be flow proportioned either by 
varying the time interval between each aliquot or the volume of each aliquot. Timecomposite samples consisting of a minimum of twenty-four (24) grab samples obtained 
hourly or smaller internals may be collected wherethe permittee demonstrates that the discharge flow rate (gallons per minute) does not vary by 10% or more during the 
monitored discharge. 

An individual sample collected over a period of time not to exceed 15-minutes. 
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B Onantifleation Levels and Compliance Reporting 

1. Quantification Levels 
a. The quantification levels^QL)shall be less than or equal to the tollowin^ concentrations: 

Characteristic Qnantification Level 
T ^ LOm^L 

BCD^CBCD^ 2m^L 
Ammoniac 0.20 m^/L 

b. The QL is defined as the lowest concentration used to calibrateameasnrement system in accordance with 
the procedures published torthe method. It is the responsibility ofthe permittee to ensnre that proper 
quahtvassurance^qualitvcontTol^QABQC) protocols are followed during the sampling and ana^ 
procednTes.QA/QCinfomration shall be documented to confirm that appropriate anal^ 
have been nsed and the required QLs have been attained. The permittee shall use any method in 
accordance with PartBAofthis permit. 

2. Compliance Reporting tor parameters in Part LA. 

a. Monthly Avem^e-Compliance with the montlnv average limitations and/orreport:in^ requirements^ 
the pammeters listed in Part LB.l.a.ofthispem^it condition shall be determmed as follows: All 
concentration data below theQL used f^r the analvsis^QL must be less than or eqnal to the QL listed in 
Part LB.l.a above) shall be treated as zero. All concentration data equal to or above the QL used tor the 
analysis shall be treated as it is reported. An arithmetic average shall be calculated usin^ all reported data 
for the month, including the defined zê os. This arithmetic average shall be reported on the Discharge 
Monitoring Report ^DMR) as calculated, f fa l l data are below the QL used torthe analysis, then the 
average shall be reported as ^^QL^. Ifreportin^ for quantity is required on the DMR and the reported 
monthly average concentration is ^QL, then report ^^QL^ for the qnantitv. Otherwise use the reported 
concentration data ̂ includin^ the defined zeros)and flow data breach sample daytodetermme the daily 
quantity and report the monthly avem^eofthe calculated daily quantities. 

b. Weel^y Average-Compliance with the weekly average limitations and/orreportin^ requirements^ 
parameters listed in Part LB.l.a. of this permit condition shall be determmedasfollows: Ail con^ 
data below the QL used f^r me analysis^QLmnst be less than or eqnal to the QL listed in a. above) shall 
be treated as zê o. All concentration data equal to or above theQLnsed for the analysis shall be treated 
as reported. An arithmetic average shall be calculated usin^ all reported data, inclndin^the defined zeros, 
collected within each complete calendarweek and entirely contained within the reporting month. The 
maximum valneoftheweel^v averages thus determined shall be reported on the DMR. Ifal l data are 
below theQLusedforthe analysis, then the weekiv average shall be reported as^^QL^. If reporting for 
quantity is required on the DMR and the reported weekly average concentmtion is ^QL, then report 
^^QL^forthequantity.Ctherwise use the reported concentration data ^includin^th^ 
flow datafor each sample day to determme the daily quantity and report the maximum weel^yavera^ 
the calculated daily quantities. 

c. Single Datum^A^y single datum required shall be reported as ^^QL^ifit is less than the QL used in the 
analysis^QL must be less than or equal to the QL listed in Part LB.l.aabove^. Otherwise the numerical 
valne shall be reported. 

d. ^mfrcant Dibits The permittee shall report at least the same number of si^fican^ 
limit tora^iven parameter. Regardless ofthe rounding convention used by the permittee ^i.e.,5always 
rounding up or to the nearest even nnmber)̂  the permittee shall use the convention consistentlv,and shall 
ensure that consulting laboratories employed bv the permittee use the same convention. 
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Nutrient Reporting Calculations for Part I . A 

a. For each calendar month, the DMR shall show the calendar year-to-date average concentration (mg/L) 
calculated in accordance with the following formulae: 

M C a v g - Y T D = ( Z(Jan-current month) M C a v g ) - ( # o f months ) 

where: 
MCavg-YTD = calendar year-to-date average concentration (mg/L) 
MCavg = monthly average concentration (mg/L) as reported on DMR 

b. The total nitrogen and phosphorus average concentrations (mg/L) for each calendar year (AC) shall be 
shown on the December DMR due January 10th of the following year. These values shall be calculated in 
accordance with the following formulae: 

A C a v g = ( S(Jan-Dec) M C a v g ) " M 2 

where: 
AC a v g = calendar year average concentration (mg/L) 
MCavg = monthly average concentration (mg/L) as reported on DMR 

c. For Total Phosphorus, all daily concentration data below the quantification level (QL) for the analytical 
method used shall be treated as half the QL. All daily concentration data equal to or above the QL for the 
analytical method used shall be treated as it is reported. 

d. For Total Nitrogen (TN), i f none of the daily concentration data for the respective species (i.e., TKN, 
Nitrates/Nitrites) are equal to or above the QL for the respective analytical methods used, the daily TN 
concentration value reported shall equal one half of the largest QL used for the respective species. I f one 
of the data is equal to or above the QL, the daily TN concentration value shall be treated as that data point 
is reported. If more than one of the data is above the QL, the daily TN concentration value shall equal the 
sum of the data points as reported. 

E. coli Load Reporting Calculations for Part I . A. 

a. For each calendar month, the DMR shall show the monthly E. coli load (cfu/month) calculated in 
accordance with the following formulae: 

Monthly Load = (# days in month) * (MAP) * (GM) * 37.85 

Where: 
MAP = monthly average flow in gallons/day 
GM = monthly average geometric mean as reported on the DMR 

b. The permittee shall report on the DMR a 12 month total E. coli load (cfu/year). The value reported shall 
be calculated in accordance with the following formulae: 

Twelve Month E coli load = MLCurrent + ( Z(previous 11 months) M L ) 

where: 
MLcun-ent = monthly load (cfu/month) for the current month as calculated in Part I.B.4 above. 
ML = monthly load (cfu/month) for the previous 11 months as reported on DMR. 
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c. The first Twelve Month E coli load shall be reported on the March 2011 DMR for the first 12 months of 

the permit. Subsequent 12-month Total E. coli load values reported shall be calculated as noted in Part 
LB.4.b above. 

Whole Effluent Toxicity Program Requirements 

1. Biological Monitoring 

a) . In accordance with the schedule in Part I.C.2. below, the permittee shall conduct annual chronic toxicity tests during 
this permit term. The permittee shall collect 24-hour flow-proportioned composite samples of final effluent at 
Outfall 001. 

The chronic tests to use are: 

Chronic 3-Brood Static Renewal Survival and Reproduction Test using Ceriodaphnia dubia 
Chronic 7-Day Static Renewal Survival and Growth Test using Pimephales promelas 

These chronic tests shall be conducted in such a manner and at sufficient dilutions (minimum of five dilutions) to 
determine the "No Observed Effect Concentration" (NOEC) for survival and reproduction or growth. Results which 
cannot be quantified (i.e. a "less than" NOEC value) are not acceptable and a' retest shall be performed. The NOEC, 
as determined by hypothesis testing, shall be converted to TUC (Chronic Toxic Units) for Discharge Monitoring 
Report (DMR) reporting where TUC= 100/NOEC. Report the LC 5 0 at 48 hours and the IC 2 5 with the NOEC's in the 
test report. 

b) . The permittee may provide additional samples to address data variability. These data shall be reported. Test 

procedures and reporting shall be in accordance with the WET testing methods cited in 40 CFR 136.3. 

c) . The test dilutions shall be able to determine compliance with the following endpoints: 

Chronic NOEC > 68%; equivalent to a TLT= < 1.47 
d) . The test data will be evaluated statistically for reasonable potential at the conclusion of the test period. The data 

may be evaluated sooner i f requested by the permittee or if toxicity has been noted. Should evaluation of the data 
indicate that a limit is warranted, a WET limit and compliance schedule will be required. 

e) . The permit may be modified or revoked and reissued to include pollutant specific limits in lieu of a WET limit 
should it be demonstrated that toxicity is due to specific parameters. The pollutant specific limitation shall control 
the toxicity of the effluent. 

f) . Should the permittee conduct toxicity testing of the effluent prior to the compliance date listed in the schedule in 
Part I.C.2. below, the results of the test and the test report shall be reported with the DMR for the month following 
the receipt of the testing results. In no case shall this exceed 45 days from the receipt of the test results or the report 
submission date below, whichever may occur first. 

2. Reporting Schedule 

The permittee shall monitor during the specified period; shall report the results on the DMR; and shall supply one copy 
of the toxicity test report specified in this Whole Effluent Toxicity Program in accordance with the following schedule: 

Period Sampling Period DMR'Report Submission Dates 

Annual January 1,2016- December 31,2016 January 10, 2017 

Annual January 1,2017- December 31,2017 January 10,2018 

Annual January 1,2018- December 31,2018 January 10,2019 

Annual January 1,2019- December 31,2019 January 10, 2020 
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Pretreafment Requirements 

1. The permittees pretreatment program has been approved. The program is an enforceable part of this permit. 
The permittee shall: 

a. Within one year ofthe effective date ofthis permit, the permittee shall develop or reevaluate the local 
limits using current mfluent, effluent and sludge monitoring data and submit the data and results ofthe 
evaluation to UEQ-NRC. 

b. Ivlaintainacontinuous industrial user survey program. Any changes to the program shall he submitted to 
DEQ-NRCwithin90days. 

c. Submit to the OEQ^l^Can annual report that describes the permittees program a c t ^ 
previous year. The annual report shall be submitted no later than January^l^of each year and shall 
include: 

1) Ari updated list ofthe SlUs to include Categori 
3.c.ofthis section, noting all ofthe following: 

a) Facility address and contact name, including email and phone number; 

b) Contactinformation, SIC Codes andNAlCSCodesforeachSlU/ClU; 

c) Explanation ofSfUs deleted from the previous year^slist; 

d) Identify which fUs are subject to Categorical Standards and note which Standard (i.e., metal 
finishing); 

e) Specify which 40 CFRpart(s)is/are applicable; 

f̂  mdicate which fUs are subject to local standards that are more stringent than Categorical 
Pretreatment Standards; 

g) Indicate which fUs are subject only to local requirements; 

h) Identify wmchR^s are subject to Categorical Pretreatment Standards that are subject to 
reporting requirements under 9VAC25-31-840.E.3.; and 

i) Identify which fUs are non-significant Categorical mdustrial Users (NSC1U 

2) A sunm âry of the compliance stams of each SIU with pretreatment standards and permit 
requirements. 

3) A sunmiary ofthe number and types ofSIU sampling and inspections performed by the PCTW. 

4) All information concemmg any interference, upset,VPUES permit or Water Quality 
violations directly attributable to SIUs and enforcement actions tal̂ en to alleviate said events. 

5) A description of all enforcement actions tal̂ en against SIUs over the previous 12 months. 

^) Asummary of any changes to the submitted pretreatment program that has not been previously 
reportedtotheUEQ-NRC. 

7) A summary ofthe permits issued to SIUs since the last annual report. 
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8) PCTW and self-monitoring resultsforSlUsdetermmed to be in significant non-compliance dur^ 
me reporting period. 

9) Results ofthe PCTW^sinfluent^effluent/sludge sampling, not previously submitted to the DEQ-i^C 

10) Copies ofnewspaperpublicationsofallSfUs in significant non-compliance duringthe reporting 
period. This is due no laterthanMarch^l^of each year. 

11) Signature of an authorized representative. 

d. Submit any changes to the approved pretreatment program to the DEQ-l^Cwithin 90 days of changes 
and ohtain approval before implementation ofthe changes. 

e. Ensme all SR̂  permits are issued and reissued inatim 
PCTW are effective and enforceable. 

f. mspect and sample all SfUsataminimum of onceayear. 

1) Sampling shall include all regulated parameters, and shall be representativeofthe wastewater 
discharged. The Pedeial Categorical Stand^ds apply at the endof-process or the eni of treatment i f it 
exists.Therefore, all ClUs shall be sampled at the endof any categorical processor at the end of 
treatment unlessas^andardspecifiesadifferent location to collectasaruple. ffprocessetfluentis 
mixed prior to treatment with unregulated wastestreams or dilution water or iflocal limits apply ata 
different point, the combined wastestreamformula(CWE) or flow weighted average (PWA)formu^^ 
must beused(seethe VPDES PermitRegulationat9VAC25-31-780.E).ffaSl^ is not c a t e^ 
samplingmay be conducted fromalocation(s)that reflects the total regulated effluent ^ 

2) Inspection ofthe SRJs shall cover all areas that could result in wastewater discharge to the treatment 
worlds including manufacmring, chemical storage, pretreatment facilities, spill prevention and control 
procedures, hazardous waste generation and SfUselfmonitoring and records. 

g. implement the reporting require 
through9VAC25-31-900). 

h. Review the Legal Authority and Enforcement Response Plan (ERP) as necessaryto ensure they meet state 
and federal regulatory requirements. The approved Legal Authority and ERP are enforceable parts ofthis 
permit and shall be implemented. 

i . Ensure that adequate resources are available to implement the approved program. 

.̂ Meet all public participation requirements and annuallypublic notice SRJs in significant non-co 
with pretreatment standards and requirementsfor the previous 12 months. 

2. The DEQ may require the PCTW to institute changes to its pretreatment program: 

a. If the approved program is not implemented inaway satisfying the requirements of the Clean Water Act, 
Water Control Law or State regulations; 

b. i f problems such as pass-through, interference,water quality standards violations or sludge contamination 
develop or continue; and 

c. i f federal, state or local requirements change. 
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3. Program Streamlining: 

a. The Control Authority may determme that an RJ subject to categorical Pretreatment Standards under 
9VAC25-31-780 and 40CPR chap te r s 
fU never discharges more thanlOO gallons per day (gpd)oftotal categorical wastewater(excluding 
samtary,non-contact cooling and boiler blowdown wastewater, unless specifically included in the 
Pretreatment Standard) and the following conditions are met: 

1) The fi^,priorto Control Authority^sfrnding, has consistently complied with all applicable categorical 
Pretreatment Standards and Requirements; 

2) The fU annually submits the certification statement required in 9VAC25-31-840togetherwith any 
additional information necessary to support the certification statement; and 

3) The fU never discharges any untreated concentrated wastewater. 

b. Uponafindmg that an iU,meeting the criteria in subdivision3.c.2and3below,has no reasonable 
potentialfor adversely affecting the POTW ŝ operation or for violating any pretreatment standard or 
requirement, the control authority may at any time, on its own initiative or in response toapetition 
receivedtroman^orPCTWandmaccordancewitbPartVB^V^ 
determme that such fU is notaSRJ. 

c ASiUisanfUthat: 

1) is subject to Categorical Pretreatment Standards under9VAC25-31-780 and incorporated by 
referencein9VAC25-31-30; 

2) Discharges an average of25,000 gallons perworkday or more of process wastewater to the POTW 
(excluding sanitary,noncontact cooling water, and boiler blowdown wastewater); 

3) Contributesaprocess waste stream that maizes up 5^ ormore of the average dry weather hydraulic or 
organic capacity of the POTW; or 

4) Has reasonable potential for adversely affecting the POTW^soperationorforviolating any 
pretreatment standard or requirement. 

E. Other Requirements and Special Conditions 

1. 95^ Capacity Reopener 
Awritten notice andaplan of action for ensuring continued compliance with the termsofthis permit shall be 
submitted to the DEO^orthern Regional Office (DEQ^NRO)when the monthly average flowing 
sewage treatment plant reaches 95 percent ofthe design capacity authorized in this permitforeachmonth of 
any three consecutive month period. The written notice shall be submitted within 30 days and the plan of 
action shall be received at the 
the flow reached 95 percent ofthe design capacity. The plan shall include the necessary steps andaprompt 
schedule ofimplementation for controlling any current or reasonably anticipated problem resultingfrom high 
influent flows. Pailme to submit an adequate plan inatimely manner shall be deemedaviolation of this 
permit. 
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2. mdirect Dischargers 

The permittee shall provide adequate notice to the Department ofthe following: 
a. Any new introduction ofpollutants into the treatment worksfrom an indirect discharger which would be 

subject to Section 301 or 30^ ofClean Water Act and the State Water Control Law i f i t were directly 
discharging those pollutants; and 

b. Any substantial change in the volume or character ofpollutants being introduced into the treatment 
works byasource introducing pollutants into the treatment works at the time ofissuance of this permit. 

Adequate notice shall include information on (i) the quality and quantity of effluent introduced into the 
treatment works, and (ii) any anticipated impact ofthe change on the quantity or quality ofeffluent to be 
discharged from the treatment worlds. 

3. Operation and Maintenance(O^M) Manual Requirement 
The permittee shall maintainacurrent Operations and Maintenance(O^M) Manual for the treatment works 
that is in accordance withVirgima Pollutant Discharge Elimmation System Regular 
sewage treatment plants) Sewage Collection and Treatment Regulations, 9VAC25-790. 

The O^M Manual and subsequent revisions shall include the manual effective date and meet Part fLK.2 and 
Part iLK.4Signatory Requirements ofthe permit. Any changes in the practices and proceduresfollowedhy 
the permittee shall be documented in the O^M Manual within 90 days ofthe effective date ofthe changes. 
The permittee shall operate the treatment works in accordance with the O^M Manual and shall make the 
O^M manual available to Department personnelfor review during facility inspections. Within 30 days ofa 
request by DEQ, the current O^M Manual shall be submitted to the DEQl^Ofor r^^ 

The O^M Manual shall detail the practices and procedmes which will be followed to ensure compliance with 
the requirements of this permit. Tms manual shall mclude, but not necessarily be lirnited to, ^ 
items, as appropriate: 

a. Permitted outfall locations and techniques to be employed in the collection, preservation, and 
analysis ofeffluent, storm water and sludge samples; 

b. Procedures for measuring and recording the duration and volume of treated wastewater discharged; 
c. Discussion ofBest Management Practices, if applicable; 
d. Procedures mr handling, storing, and disposmgofall wastes, fluids, and pollutants that will prevent 

these materials from reaching state waters. List type and quantity ofwastes, fluids, and pollutants 
(e.g. chemicals)stored at this facility; 

e. Discussion oftreatment works design, treatment works operation, routine preventative maintenance 
ofumts within the treatment works, critical spare parts inventory and record keeping; 

f. Plan for the management and/or disposal ofwaste solids and residues; 
g. Hours of operation and staffing requirements for the plant to ensure effective operation of the 

treatment works and maintain permit compliance; 
h. List of tacility,local and state emergency contacts; and 
i . Proceduresfor reporting and responding to any spills/overflows/treatment works upsets. 

4. Licensed Operator Requirement 
The permittee shall employ or contract at least one Classllicensedwastewaterworksoperatorforthis 
facility. The license shall be issued in accordance with Title 54.1 ofthe Code ofVirginia and Board for 
Waterworks andWastewaterWorks Operators and Onsite Sewage SystemProfessionals Regulations. The 
permittee shall notify the Department in writing whenever he is not complying, or has grounds for 
anticipating he will not comply with this requirement. The notification shall includeastatementofreasons 
andaprompt schedule for achieving compliance. 

5. Reliability Class 
The permitted treatment works shall meet Reliability Class 1. 
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^. CTC and CTC Requirement 
macco rdancewi th^^^C^^ 
Certificate to Construct(CTC)andaCertificate to Cperate(CTC)from the Departm^ 
Quality prior to constructing wastewater treatment works and operating the treatment works, respectively. 
Non-compliance with the CTC or CTCshallbedeemedaviolation of the permit. 

7. Water Quality Criteria Reopener 
Should effluent monitoring indicate the need mr any water quality-based limitations, this permit may be 
modified or alternatively revoked and reissued to incorporate appropriate limitations. 

8 Total Maximum Daily Load (TMDE)Reopener 
This permit shall be modified or alternatively revoked and reissued if any approved wasteload allocation 
procedure, pursuant to Section 303(d) ofthe Clean Water Act, imposes wasteload allocations, limits or 
conditions on the facility that are not consistent with the permit requirements. 

9.NutrientCffsets 
Any annualTotal Nitrogen and/orTotal Phosphorus loadings above and beyond those permitted prior to July 
1,2005 shall be offset subject toaDEQ-approved trading contract preparedinaccordance with ^2.1-44.19:12 
-:19ofthe Law and 9VAC25-820-10etseq.,and which includes, but not limited to, thefollowing: 

a. Discussion ofthe source ofthe acquired allocations, 
h.Discussion ofotherpermitted facilities involved in the trade, and 
c. Discussion ofany non-point source allocations acquired. 

This proposal shall provide for the waste loads that are projected to be dischargedon an annual basisforthe 
term of this permit, and shall be approved priorto the commencement of dischargefrom the new or 
expanded facility. Cnce approved, the conditions ofthe proposal pertaining to verification ofnon-point 
allocations acquired, or self-offsetting practices implemented, hecome an enforceable part ofthis permit. 

10 E3/E4 
The annual average concentration limitations forTotal Nitrogen and/orTotal Phosphorus are suspended 
during any calendar yearmwhichthefacility is considered by DEQ to beaparticipant in the Virginia 
Environmental Excellence Program in good standmg at eitherthe Exemplary Environmental Enterprise (E3) 
level ortheExtraordmary Environmental Enterprise (E4) level, provided that the following conditions have 
also heen met: 

a. The facility has appliedfor(or renewed) participation, been accepted, maintainedarecord of sustained 
compliance and submitted an annual report according to the program guidelines; 

b. The mcility has demonstrated that they have in placeamlly implemented environmental management 
system (EMS) with an alternative compliance method that includes operation ofinstalled nutrient 
removal technologies to aclneve the annual average concentration limitations; and 

c. The E3/E4 designation fromDEQ and implementation of the EMS has been in effectfor the full 
calendaryear. 

The annual average concentration limitations forTotal Nitrogen and/orTotal Phosphorus, as applicable, are 
not suspendedmany calendaryear followingayear in which the facility failed to achieve the annual average 
concentration limitations as required by b. above. 
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11. Nutrient Reopener 

This permit may be modified or, altematively,revoked and reissued: 

a. I f any approved wasteload allocation procedure, pursuant to Section 303(d) ofthe CleanWater Act, 
imposes wasteload allocations, limits or conditions on thefacility that are not consistent with the permit 
requirements; 

h. Toincorporate technology-based effluent concentration limitations for nutrients in conjunction with the 
installation ofnutrient control technology, whether by new construction, expansion or upgrade, or 

c. Tomcorporate alternative nutrient limitations and/ormonit^ring requirements, should: 
i . the State Water Control Board adopt new nutrient standardsforthe water hody receiving the 

discharge, including the Chesapeake Bay or its tributaries, or 
i i . a mmre water quality regulation or statute require new or alternative nutrient control. 

12. Inflow and Infiltration 
The permitteeshall submit an annual report, by JanuarylO^,forthe previous yearto document work 
accomplished to identify and mitigate mflow^Infiltration to the treatment works. 
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p a r t B C O ^ ^ O N S A P P ^ 

A. Monitoring 

1. Samples and measurements required by this permit shall be taken at tbe permit designated or approved 
location and be representativeofthe monitored activity. 
a. Monitoring shall be conducted according to procedures approved underTitle 40 Code ofEederal 

Regulations Part 13^ or alternative methods approved by theU.S.Environmental Protections^ 
unless otherprocedures have been specified in this permit. 

b. The permittee shall periodically calibrate and perform maintenance procedures on all monitoring and 
analytical instrumentation at intervals that will insure accuracy ofmeasurements. 

c. Samples taken shall be analyzed in accordance withlVAC30-45,Certification for Noncornmerci^^ 
Environmental Laboratories, orlVAC30-4^^AccreditationforConnnercial Environmental 
Laboratories. 

2. Any pollutant specifically addressed by this permit that is sampled or measured at the permit designated 
or approved location morefrequently than required by this permit shall meet the requirements i n A l a 
tlrroughcabove and the resultsofthis monitoring shall be included in the calculations and reporting 
required by tbis permit. 

3. Operational or process control samples or measurements sball not betaken at tbe designated permit 
sampling or measurement locations. Operational orprocess control samples ormeasurements do not need 
tofollow procedures approved underTitle 40 Code ofPederal Regulations Part 13^ ^r be analyzed in 
accordance withlVAC30-45,Certification for Nonconnnercial Environmental Laboratories, or 1VAC3 
4^,Accreditationfor Commercial Environmental Laboratories. 

B. Records 

1. Records ofmonitoring information shall include: 
a. Tbe date, exact place, and time of sampling or measurements; 
b. The individual(s)who performed tbe sampling or measurements; 
c. The date(s)andtime(s)analyses were performed; 
d. The individual(s)who performed tbe analyses; 
e. Tbe analytical techniques or methods used; and 
f. The results of such analyses. 

2. Exceptfor records of monitoring information required by thispermit related to tbe permittees sewage 
sludge use and disposal activities,which shall be retained foraperiod of at least five years, tbe permittee 
shall retain records of all monitoring information, including all calibration and maintenance records and 
all original strip chart recordings for continuous monitoring instrumentation, copies of all reports requir^^ 
by this permit, and records of all data used to complete the application for this permit,foraperiod of at 
least^yearsfrom the date of the sample, measurement, report or application. This period of retention 
shall be extended automaticallyduring the course of any unresolved litigation regarding the regulated 
activity or regarding control standards applicable to the permittee, or as requested by tbe Board. 
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C. Reporting Monitoring Results 

L The permittee shall submit the results ofthe monitoring required by this permit not later than tbelOtb day 
ofthe month after monitoring takes place, unless another reporting schedule is specified elsewhere in this 
permit. Monitoring results shall be submitted to: 

Department ofEnvironmental Quality-Northern Regional Office (DEQ-NRC) 
13901 Crown Court 
Woodbridge,VA22193 

2. Monitoring results shallbe reported onaDischargeMonitoring Report (DMR) or on forms provided, 
approved or specified by the Department. 

3. Calculations for all limitations which require averaging of measmements shall utilize an arithmetic mean 
unless otherwise specified in this permit. 

D. Dutyto Provide Information 

The permittee shall mmishtotbeDepartment,withinareasonabletime,anyinformationwhichtheBoard 
may request to determmewhethercauseexistsformodifymg,revokingand reissuing, or terminating this 
permit or to determine compliance with this permit. Tbe Board may require the permittee tofumisb,upon 
request, suchplans, specifications, andother pertinent informationasmayhe necessary todeterminethe 
effect of the wastesfrom this discharge on the quality of state waters, or such other information as may he 
necessary to accomplish the purposes ofthe State Water Control Law. The permittee shall also furnish to the 
Department upon request, copies ofrecords required to he kept hy this permit. 

E. Compliance Schedule Reports 

Reports ofcompliance or noncompliancewith,or any progressreportson,interim and final requirements 
contained in any compliance schedule of this permit shall be submitted no later tbanl^daysfollowing each 
schedule date. 

E. Unauthorized Discharges 

Except inconrpliancewiththispermit,or another permitissnedhythel^oard,itshallbennlawmlf^ 
person to: 

1. Discbarge into state waters sewage, industrial wastes, other wastes, or any noxious or deleterious 
substances; or 

2. Otherwise alter the physical, chemical or biological properties of such state waters and mal̂ e them 
detrimental to the public health, or to animal or aquatic life, orto the useof such watersfor domestic or 
industrial consumption, or for recreation, orfor other uses. 

G. Reports ofUnauthorized Discharges 

Any permittee who discharges or causes or allowsadischargeof sewage, industrial waste, other wastes or any 
noxious or deleterious substance into or upon state waters inviolationofPartB.P.;or who discharges or 
causes or allowsadischarge that may reasonably be expected to enter state waters in violation ofPartB.P., 
shall notify the Department ofthe discharge immediately upon discovery ofthe discharge, but in no case later 
than24hours after said discovery, ^written report of the unauthorized discharge shall be submitted to the 
Department,within five daysof discovery of the discharge. The written report shall contain: 
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1. A description ofthe nature and location ofthe discharge; 
2. The cause of me discharge 
3. The date on which the discharge occurred; 
4. The length oftime that the discharge continued; 
5. The volumeofthe discbarge; 
^. Ifthe discbarge is continuing, how long it is expected to continue; 
7. If the discbarge is continuing, what the expected total volumeofthe discharge will be; and 
8. A^y steps planned or taken to reduce, eliminate and preventarecurrence ofthe present discharge or any 

future discharges not authorized by this permit. 

Discharges reportable to the Department under the immediate reporting requirements of other regulations are 
exemptedfrom this requirement. 

H.ReportsofUnusual or Extraordinary Discharges 

If any unusual or extraordinary discharge includingabypass or upset should occur fromatreatment works 
and the discbarge enters or could be expected to enter state waters, the permittee shall promptly notify,in no 
case later than24 hours, the Department by telephone after the discovery of the discharge. This notification 
shall provide all available details ofthe incident, including any adverse affects on aquatic life and the known 
number of fish killed. The permittee shall reduce the report to writing and shall submit it to tbe Department 
within five days ofdiscoveryof the discharge in accordance with Part B.1.2. Unusualandextraordinary 
discharges include but are not limited to any discbarge resulting from: 

1. Unusual spillage of materials resulting directly or indirectlyfrom processing operations; 
2. Breakdown ofprocessing or accessory equipments 
3. Failure or taking out ofservice some or all ofthe treatment works; and 
4. Flooding or other acts of nature. 

E Reports ofNoncompliance 

Thepermitteesballreportanynoncompliance which may adversely affect state waters or may endanger 
public health. 

1. An oral report shall be provided within24hoursfrom the time the permittee becomes awareofthe 
circumstances. Thefollowing shall be included as mformation which shall be reported within24 hours 
under this paragraph: 
a. Any unanticipated bypass; and 
b. Any upset which causesadischarge to surface waters. 

2. A written report shall be submitted within^days and shall contain: 
a. Adescription of tbe noncompliance and its cause; 
b. Tbe period ofnoncompliance, including exact dates and times, and ifthe noncompliance has not been 

corrected, the anticipated time it is expected to continue; and 
c. Steps taken orplanned to reduce, eliminate, and prevent reoccurrence ofthe noncompliance. 

The Board may waive the written report onacase-by-casebasisfor reports of noncompliance under Part 
B.I. i f the oral report has been received witbin24 hours and no adverse impact on state waters has been 
reported. 

3. Tbe permittee shall report all instances ofnoncompliance not reported under Parts I I , I.l.or 1.2.,in 
writing, at the tirue the next monitoring reports are submitted. The reports shall contain the information 
listed inPartII.1.2. 
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NOTE: The innnediate (within 24hours) reports required in Parts f l , C . , H . and l.may be made tot^^ 
Departments Northern Regional Office at ( ^ 
httr^^/www.deo.vir^inia^ov/Pro^rams/PollutionRes^unsePre^aredness/Mal^n^aReoort^ . For 
reports outside normal working hours, leave a message and this shall fulfill the immediate reporting 
requirement. For emergencies, the Virginia Department of Emergency Services maintains a 24-hour 
telepboneserviceatl-800-4^8-8892. 

Notice ofElauned Changes 

1. The permittee shall give notice to the Department as soon as possibleof any planned physical alterations 
or additions to the permitted facility. Notice is required only when: 

a. The permittee plans alteration or addition to any building, strucmre,facility,orinstallationfrom 
which there is or may beadischargeofpollutants, the constmction of which commenced: 

1) After promulgation of standards of performance under Section 30^ of Clean Water Act which are 
applicable to such source; or 

2) Arter proposal ofstandardsofperformance in accordance with Section 30^ ofClean Water Act 
which are applicable to such source, hut only ifthe standards are promulgated in accordance with 
Section 30^ within 120 days oftheir proposal; 

b. The alteration or addition could significantly change the nature or increase the quantity ofpollutants 
discharged. This notification applies to pollutants which are subject neither to effluent limitations nor 
to notification requirements specified elsewhere in this permit; or 

c. The alteration or addition results inasignificant change in the permittees sludge use or disposal 
practices, and such alteration, addition, or change may^ustify the application ofpermit conditions that 
are differentfrom or absent in the existing permit, including notification of additional use or disposal 
sites not reported during the permifapplication process or not reported pursuant to an approved land 
application plan. 

2. Tbe permittee shall give advance notice to the Department of any planned changes in the permitted 
facility or activity which may result in noncompliance with permit requirements. 

^ Signatory Requirements 

1. Applications. All permit applications shall be signed asfollows: 

a. Poracorporatiombyaresponsible corporate officer. For the purpose of this section,aresponsible 
corporate officer means: 
1) Apresident,secretary,treasurer, or vice-president ofthe corporation in charge ofaprincipal 

business mnction, or any other person who performs similar policy-or decision-making functions 
for the corporation, or 

2) The manager of one or more manufactming, production, or operatingfacilities, provided the 
manager is authorized to make management decisions which govern the operation ofthe 
regulated facility including having the explicit or implicit duty ofmakingma^or capital 
investment recommendations, and initiating and directing other comprehensive measures to 
assure long term environmental compliance with environmental laws and regulations; the 
manager can ensure that the necessary systems are established or actions taken to gather complete 
and accurate informationfor permit application requirements; and where authority to sign 
documents has been assigned or delegated to tbe manager in accordance with corporate 
procedures; 



VA00t^l590 
Partfl 

Page^of^ 

b. Porapartnership or sole proprietorship: byageneral partner or the proprietor, respectively; or 

c. Poramunicipality,state,federal, or otherpublic agency: by eitheraprincipal executive officer or 
ranking elected official. Por purposes ofthissection,aprincipal executive officer ofapublic agency 
includes: 

1) The chief executive officer of the agency,or 
2) A senior executiveofficer having responsibility forthe overall operations ofaprincipal 

geographicunit ofthe agency. 

2. Reports, etc. All reports required by permits, and other information requested by the Board shall be 
signed byapersondescribedinPartB.K.l., or byaduly authorized representative of that person. A 
person isaduiy authorized representative oniy i f 

a. The authorization is made in writing byaperson described in Part B.R.I.; 

b. The authorization specifies either an individual oraposition having responsibilityfor the overall 
operation ofthe regulatedfacility or activity such as the position ofplant manager, operator ofawell 
orawell field, superintendent, position of equivalent responsibility,or an individual orposition 
having overall responsibility for environmental matters for tbe company. (A duly authorized 
representative may thus be eitheranamed individual or any individual occupyinganamed positions 
and 

c. Tbe written authorization is submitted to the Department. 

3. Changes to authorization, f f an authorization under Part 1LR.2.is no longer accurate becauseadifferent 
individual orposition has responsibility for the overall operation ofthefacility,anew authorization 
satisfying the requirements ofPartlLK.2.shall be submitted to the Department prior to or together with 
any reports, or information to be signed by an authorized representative. 

4. Certification. Any person signingadocument under Parts B,K.l .or shall make the following 
certification: 

T̂ certify under penalty oflaw that this document and all attachments were prepared under my 
direction or supervision in accordance whh a system designed lo assure that qualified 
personnel properly gather and evaluate the information submitted. Based on my inquiry ofthe 
person or persons who manage the system, or those persons directly responsible for gathering 
the information,the information submitted is,to the best of my knowledge and belief,true, 
accurate,and complete, lam aware that there are significant penaltiesfor submitting false 
information, includmg the possibility of fme and imprisonment for knowing violate 

^ DufymComply 

Thepermitteeshall comply withall conditionsofthispermit. Any permit noncomplianceconstitutesa 
violation of the StateWater Control Law and the CleanWaterAct,except that noncompliance with certain 
provisions of this permit may constimteaviolation of the StateWater Control Law but not the CleanWater 
Act. Permit noncompliance is grounds for enforcement action; for permit termination, revocation and 
reissuance, or modification; or denial ofapermit renewal application. 

The permittee shallcomplywitbeffluent standards or prohibitions established under Section 307(a) of the 
CleanWaterActfor toxic pollutants and with standards for sewage sludge use or disposal established under 
Section 405(d) ofthe Clean Water Act within the timeprovided intheregulations that establish these 
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standards or prohibitions or standards for sewage sludge use or disposal, even if this permit has not yet been 
modified to incorporate the requirement. 

M.Duty to Reapply 

If the permittee wishes to continue an activity regulated by this permit after tbe expiration date.of this perm 
the permittee shall apply for and obtainanew permit. All permittees witbacurrently effective permit shall 
submitanew application at leastl^O days before the expiration date ofthe existing permit, unless permission 
foraiater date has heen granted hy the Board. The Board shall not grant permission for applications to he 
submitted later than the expiration date ofthe existing permit. 

N. Effect ofaPermit 

This permit does not convey any property rights in either real or personal property or any exclusive privileges, 
nor doesit authorize any injury toprivatepropertyorinvasionof personal rights,or any infringementof 
federal, state or local law or regulations. 

O. State Law 

Nothing in this permit shall he construed to preclude the institution of any legal action under, or relieve the 
permitteefromanyresponsihilities, liahilities, or penaltiesestahlishedpursuanttoany other statelawor 
regulation or under authority preserved by Section510of the CleanWater Act. Except as provided in permit 
conditions on^hypassing^(Partff^ 
relieve the permitteefrom civil and criminal penalties for noncompliance. 

P. OilandHazardousSubstanceEiability 

Nothing in this permit shall be construed to preclude the institution of any legal action or relieve the permittee 
from any responsibilities, liabilities, or penalties to which tbe permittee is or may be subject under Sections 
^ .1443^14 t l r rough^ . l44 .^3o f^^ 

Q. Proper Operation and Maintenance 

The permitteeshallatalltimesproperly operate and maintainall facilitiesand systems of treatment and 
control^and related appurtenances) which are installed or nsedhy the perruittee to achieve compliance with 
the conditions of this permit. Proper operation and maintenance also includes effective plant performance, 
adequate funding, adequate staffing, and adequate laboratory andprocess controls, including appropriate 
quality assuranceprocedures. This provisionrequires the operation of backup or auxiliary facilities or 
similar systems which are installed by the permittee only when the operation is necessary to achieve 
compliance with the conditions ofthis permit. 

R. Disposal of Solids or Sludges 

Solids, sludges or other pollutants removed in the course of treatment or management of pollutants shall be 
disposed ofinamanner so as to prevent any pollutant from such materials from entering state waters. 

S. Dutyto Mitigate 

The permittee shall take all reasonable steps to minimize orprevent any discharge or sludge use or disposal in 
violation of this permit which has a reasonable likelihood of adversely affecting human health or the 
environment. 



VA0^1590 
PartB 

Page7of8 

T. Need to Blalt or Reduce Activity notaDefense 

ft shall not beadefenseforapermittee in an enforcement action that it would have been necessary to halt or 
reduce the permitted activity in orderto maintain compliance with the conditions of this permit. 

^ Bypass 

1. ^Bypasŝ  means the intentional diversion of waste streamsfrom any portion ofatreatment facility. The 
permittee may allow any bypass to occur which does not cause effluent limitations to be exceeded, but 
only if it also isfor essential maintenance to assure efficient operation. These bypasses are not subject to 
tbe provisions ofPartsB,U.2.andU.3. 

2 Notice 
a. Anticipated bypass, f f the permittee knows in advance of the needforabypass, prior notice shall be 

submitted, ifpossibie at ieast ten days before tbe date of tbe bypass. 
b. Unanticipated bypass. The permittee shall submit noticeof an unanticipated bypass as required in 

PartB.l. 

3. Prohibition ofbypass. 
a. Bypass is prohibited, and the Board may take enforcement action againstapermittee for bypass, 

unless: 
1) Bypass was unavoidable to prevent loss oflife, personal in^ury,or severe property damage; 
2) There were no feasible alternatives to the bypass, such as the useof auxiliary treatmentfacilities, 

retention ofuntreated wastes, or maintenance during normal periods of equipment downtime. 
Tms condition is not satisfied i f adequate back up equipment should have been installed in the 
exercise of reasonable engineering judgment to preventabypass which occurred during normal 
periods of equipment downtime or preventive maintenance; and 

3) The permittee submitted notices as required under Part B.U.2. 

b. The Board may approve an anticipated bypass, after considering its adverse effects, i f the Board 
determines that it will meet the three conditions listed above in Part B.U.3.a. 

V. Upset 

1. An upset constitutes an affirmative defense to an action brought for noncompliance with technology 
based permit effluent limitations ifthe requirements ofPartlf.V.2.are met. Adetermination made during 
admmistrative review of claims that noncompliance was caused by upset, and before an actionfor 
noncompliance, is notafinal administrative action subject to judicial review 

2. Apermittee who wishes to establish the affirmative defenseofupset shall demonstrate, through properly 
signed, contemporaneous operating logs, or other relevant evidence that: 

a. An upset occurred and that the permittee can identify the cause(s)ofthe upset; 
b. The permittedfacility was at the time being properly operated; 
c. The permittee submitted notice ofthe upset as required in Part B.I.; and 
d. Tbe permittee complied with any remedial measures required under Part B.S. 

3. many enforcement proceeding the permittee seeking to establish the occurrence of an upset has the 
burden of proof. 
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w InspectionandEntry 

Tbe permittee shall allow the Director, or an authorized representative,uponpresentation'of credentials and 
other documents as ma 

1. Enter upon the permittees premises wherearegulated facility or activity is located or conducted, or 
where records must he kept under the conditions of this permit; 

2. Have access to and copy,at reasonable times, any records that must be kept under the conditions of this 
permit; 

3. Inspect at reasonable times any facilities, equipment (including monitoring and control equipment), 
practices, or operations regulated or required underthis permit; and 

4. Sample or monitor at reasonable times, for the purposes of assuring permit compliance or as otherwise 
authorized by tbe Clean Water Act and the State Water Control Eaw,any substances orparameters at any 
location. 

For purposes ofthis section, the time for inspection shall be deemed reasonable during regular business hours, 
and whenever the facility is discharging. Nothing contained herein shall make an inspection umeasonable 
during an emergency. 

Permit Actions 

Permitsmaybemodified, revoked andreissued, orterminatedforcause. Thefilingof arequestby the 
permitteeforapermit modification, revocation and reissuance,ortermmation,oranotificationof planned 
changes or anticipated noncompliance does not stay any permit condition. 

Transfer of permits 

1. Permits are not transferable to any person except after notice to the Department. Except as provided in 
Part B.Y.2.,apermit may be transferred by the permittee toanew owner or operator only i f the permit 
has been modified or revoked and reissued, oraminor modification made, to identify the new permittee 
and incorporate such other requirements as may be necessary under the State Water Control Eaw and the^ 
Clean Water Act. 

2. As an alternative to transfers under Part B.Y.I.,this permit may be automaticallytransferredtoanew 
permittee if: 
a. The current pernnttee notifies the Depa 

the title to thefacility or property; 
b. The notice includesawritten agreement between the existing and new permittees containinga 

specific datefor transfer ofpermitresponsibility,coverage, and liability between them; and 
c. The Board does not notify the existing permittee and the proposed new permitteeofits intent to 

modify or revoke and reissue the permit, f f this notice is not received, the transfer is effective on the 
date specified in the agreement mentioned in Part B.Y.2.b. 

Z. Severability 

The provisionsof this permit are severable, andifanyprovisionofthispermitortheapplicationofany 
provision of this permit to any circumstance is held invalid, the applicationof suchprovisionto other 
circumstances, and the remainder ofthis permit, shall not be affected thereby. 
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PartBIBIOSOLIDS 

^msohdsLim^atmnsan^M^nimrm 
luring tbe period beginning with the permit'seffeetive date and lasting untile 
manage ClassBbiosolidsmaccordance with 9VAC25-31-420 through 720 and 9VAC25-32-303th^^ 
and requirements set fortb in this permit and the approved Biosolids Management Plan. 

Afl biosolids samples shall be collected and analyzed in accordance with Title 40 of the CodeofPederal Regulations, Part 503 and 13 
tbe approved Biosolids Management Plan. Analyses shall be conducted byaVELAP accredited environmental laboratory. Tbe permittee 
shall ensure that all biosolids generated under authority ofthis permit and provided to other persons, forthe purpose ofland 
blending or furthertreatment, are monitored in accordance with the monitoring requirements as specified below in Part lll.A 

L dassBBiosohds 
Tbe permittee shall ensure that all ClassBBiosolids provided toapersonforthe purpose oflandapplicauon or b̂  
accordance with the requirements as specified below. 

a. Biosolids Annual Production Monitoring ^SPll 
The perrmttee shall report the annual total amount of sludge produced (in dry metric tons)and annual amount of ClassBbiosol^ 
(in dry metric tons)distributed for land application. Oata shall be reported on the Discharge Monitoring Report (OMR) for 
discharge number SP1. 

b. Biosolids Chemical Limitations and Monitoring Requirements (SOI) 
PollutantsinCla^sBbiosolids that are generated and provided toalandapplier under me authority of tins permits 
monitored andlimitedasspecifiedbelow. Biosolids shallnotbeprovidedforlandapplicationif theconcentrationof any 
pollutantmthe biosolids exceeds the ceiling limitation ofthat pollutant. 

PC /CPLR 
LIMITATIONS 

CEILING 
LIMITATIONS 

MONITORING 
REQUIREMENTS 

PARAMETERS 

Monthly Average 
(me/kE-)™:) 

Concentration 
Maximum 

(mg/kg)('%2> 
Frequency Sample Type 

Percent Solids (%) NL NA 1/3M Composite 

Arsenic, Sludge 41 75 1/3M Composite 

Cadmium, Sludge 39 85 1/3M Composite 

Copper, Sludge 1,500 4,300 1/3M Composite 

Lead, Sludge 300 840 1/3M Composite 

Mercury, Sludge 17 57 1/3M Composite 

Molybdenum, Sludge NL 75 1/3M Composite 

Nickel, Sludge 420 420 1/3M Composite 

Selenium, Sludge 100 100 1/3M Composite 

Zinc, Sludge 2,800 7,500 1/3M Composite 

NA = Not applicable 1 /3M= Once every calendar quarter 

NL = No limit, monitor and report mg/kg = Milligrams per kilogram 
(1) All parameters are subject to pollutant concentrations (PC), cumulative pollutant loading rates (CPLR), and ceiling 

limits. PC biosolids contain the constituents identified above at concentrations below the monthly average specified 
herein. CPLR biosolids contain the constituents identified above at concentrations above the monthly average and 
each sample must be below the maximum concentration specified. 

(2) All limits and criteria are expressed on a dry weight basis 
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c. Pathogen Reduction and Vector Attraction Reduction (VAR1 Requirements 

Class B - Biosolids generated and provided to a land applier under this permit shall be treated to meet no less than Class B Pathogen 
Reduction Alternative and one VAR Option 1 - 8 prior to delivery to a land application site. The biosolids shall be monitored and 
limited in accordance with the treatment options selected as identified in the table below. 

TREATMENT OPTION 

PATHOGEN 
REDUCTION 

ALTERNATIVE 

PROCESS TO 
SIGNIFICANTLY 

REDUCE 
PATHOGENS 

(PSRP) OPTION 

CLASS B PATHOGEN REDUCTION & VAR 
TREATMENT & STANDARDS 

MONITORING 
REQUIREMENTS 

2 3 
PSRP: Anaerobic digestion for a mean cell residence time 
between 15 days at 35°C - 55°C up to 60 days at 20°C 
(9VAC25-31-710.D.3). 

(2) 

VAR OPTION VECTOR ATTRACTION REDUCTION TREATMENT STANDARD 
MONITORING 

REQUIREMENTS 

1 38% Reduction of volatile solids by digestion (9VAC25-31-720.B.1.) 1/3M<'X2X% 

NA = Not applicable 

(1) Between sampling events, operating records must demonstrate that the Wastewater Treatment Plant (WWTP) is 
operating at a performance level known to meet pathogen reduction and VAR standards. 

(2) Process monitoring must be sufficient to demonstrate compliance with PSRP and VAR treatment requirements. 

(3) If the selected VAR option 1- 8 is not met, the permittee shall provide notification to the land applier at the time the 
biosolids are delivered that the biosolids did not meet VAR at the WWTP and that the biosolids must be injected below 
the surface of the land (9VAC25-31-720.B.9) or incorporated into the soil within 6 hours after application (9VAC25-31-
720.B. 10). The Permittee shall obtain verification from the land applier that injection or incorporation occurred. 
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B. Biosolids Management and Reporting Requirements 

1. Only biosolids fromasource that has been approved by the DBQ, as identified on the DBQ^s^^^^ 
^ ^ ^ ^ ^ ^ ^ ^ ^ ^ ^ ^ ^ ^ ^ ^ ^ 
Bi.A.l.b, pathogen reduction andVAR standards in Parts iB.A.l.c, shall be given to any personforthe 
purpose ofland application. 

2. Biosolids Monitoring Frequency and Reporting Requirements 
a. Monitoring Frequency 

The momtoring frequency is once every calendar quarter. The monitoring frequency may be 
increased during this nem^ittem^ifDEO deems it necessary. 

Afier sewage sludge has been monitored for two years at tbe monitoringfrequency specified in Part 
Bi.A.i,the required biosolids monitoringfrequency shall be reduced to onceayear provided tbe 
results of sludge momtoringfor all limited pollutants is less than75B^ of the monthly average 
concentration limitation listed in Part Bi.A.1 in each monitoring event. Should the pollutant 
concentration inasludge monitoring event exceed of the monthly average concentration 
limitation specified for any pollutant in Part Bi.A.l,the monitoringfrequency of once every 
calendar quarter shall hecome effective and remain in effect until the permits expiration date. No 
other effiuent limitations or momtoring requirements are affected by this special condition 

h. Annual Report 
The permittee shall submit an A^ual Report not later thanFebruaryi^th of each year to the OBQ^ 
Northern Regional Office. Each report is for the previous calendar yearns activity, i f no biosolids 
were generated and provided toalandapplierunderthis permit during the reporting year,areport 
shall he submitted stating that no hiosolids were generated or delivered during the year. The report 
shall include at minimum: 
1) Part Bi.A.l.a Sewage Sludge Annual ProductionMonitoring; 
2) Biosolids Monitoring Data: 

a) Part iii.A.l.bBiosolids-Metals Limitations; 
b) PartlB.A.l.c Biosolids-Pathogen Reduction andVector Attraction Reduction (VAR) 

Requirements: 
c) Supporting documentation, including laboratory chain of custody forms and certificates of 

analyses, shall be submitted with the report; 
3) Asnrnmaryofbiosolids disposal contracts, i f any,cnrrently held with other generators, as well 

as any other biosolids or sludges currently being handled through subcontracts or other 
agreements. Include biosolids or sludges given to other generators, contractors or land filled, 
and biosolids or sludges acceptedfrom other generators for treatment or land application; 

4) identifyothermethods used to dispose of or use biosolids or sludge produced during the 
previous calendar year. Report the annual total amount ofbiosolids or sludge (in dry metric 
tons)disposed of or used by each method identified; and 

5) Tbe annual report shall be certified and signedinaccordance with Part B.K. 

3. Recordkeeping 
The permittee is required to retain thefollowinginformationfor at least five years: 
a. The concentrations ofeach pollutant in Parts BiA.l .b; 
b. A description ofbow the pathogen reduction requirements in Parts BiA.l .c are met; 
c. A description ofbow the vector attraction reduction requirements in Part BLA.l.c are met; 
d. A description ofbow tbe management practices specified in the approved Biosolids Management 

Plan and this permit are met; 
e. TheNANFsrequiredinPartBLBBl;and 
f. Thefollowing certification statement(s)as applicable: 
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"I certify, under penalty of law, that the information that will be used to determine 
compliance with the Class A pathogen requirements in 9VAC25-31-710 A, the Class B 
pathogen requirements in (insert, B 2, B 3, or B 4 when one of those requirements is met) 
and the vector attraction reduction requirements in (insert one of the vector attraction 
reduction requirements in 9VAC25-31-720 B 1 through B 8 when one of those 
requirements is met) was prepared under my direction and supervision in accordance with 
the system designed to ensure that qualified personnel properly gather and evaluate this 
information. I am aware that there are significant penalties for false certification 
including the possibility of fine and imprisonment." 

Notice and Necessary Information (NANI) 
A NANI shall be provided to any person to whom biosolids are provided for the purpose of further 
treatment, blending or land application. The NANI shall be provided at the time the biosolids are 
provided i f available, but no later than 45 days after the last day of the month in which biosolids were 
provided. The NANI shall represent the most recent monitoring period. 
The NANI shall include at minimum: 
a. A statement that Class B pathogen requirements in 9VAC25-31-710.A - B were met and the 

alternative used; 
b. A statement that one of the VAR requirements in 9VAC25-31 -720.B. 1 through B.8 was met 

and the alternative used; or 
c. A statement that one of the VAR requirements in 9VAC25-31 -720.B. 1 through B.8 was not 

met and incorporation or injection was required; 
d. The notice(s) provided to the land applier when biosolids provided did not meet VAR and 

required incorporation or injection; 
e. The concentration of total nitrogen (as N on a dry weight basis) ofthe biosolids; and 
f. The following certification statement: 

"I certify, under penalty of law, that the information that will be used to determine compliance 
with the Class Bpathogen requirements in 9VAC25-31-710.B or Class A pathogen requirements 
in 9VAC25-31-710.A and the VAR requirement in (insert one of the VAR requirements in 9VAC25-
31-720.B.1 through B.8, if one of those requirements is met) was prepared under my direction and 
supervision in accordance with the system designed to ensure that qualified personnel properly 
gather and evaluate this information. I am aware that there are significant penalties for false 
certification, including the possibility of fine and imprisonment". 

Biosolids Management Plan (BSMP) 
a. The permittee shall conduct all biosolids/sewage sludge use or disposal activities in accordance 

with the Biosolids Management Plan approved with the reissuance of this permit. The 
permittee shall maintain the BSMP which consists of the following components: 
(1) The materials developed and submitted at the time of permit application or permit 

modification in accordance with 9VAC25-31-100.Q; 
(2) The Operations and Maintenance (O&M) Manual (Sections regarding solids handling and 

biosolids production and management, etc); and 
(3) The Odor Control Plan. 

b. Odor Control Plan (OCR) Requirement - I f an OCP is not on file at DEQ, an OCP shall be 
submitted to DEQ within 90 days of the effective date of this permit. The OCP shall include at 
a minimum: 
(1) Methods used to minimize odor in producing biosolids; 
(2) Methods used to identify malodorous biosolids before delivery to the land applier (at the 

generating facility); 
(3) Methods used to identify and abate malodorous biosolids if delivered to the field, prior to 

land application; and 
(4) Methods used to abate malodor from biosolids if land applied. 

c. The BSMP and all of its components are an enforceable part of the permit. 
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d. Anyproposedchanges intbebiosolids/sewage sludgeuseor disposalpractices or procedures 

followed by the permittee shall be documented and submitted for UBQ-Northem 
(UBQ-NRC) approval 90dayspriortotheeffective date of the changes. Uponapproval, the 
revised Biosolids Management Plan becomes an enforceable part of the permit. Tbe permit may 
be modified or alternatively revoked and reissued to Incorporate limitations or conditions 
necessitated by substantive changes in biosolids/sewage sludge use or disposal practices. 

^. Biosolids/Sewage Sludge Reopener 
The Board may promptly modify or revoke and reissue this permit i f any applicable standard for 
biosolids/sewage sludge use or disposal promulgated under Section 405(d) ofthe Clean Water Act is 
more strmgent than any requirementsforbiosolids/sludge use or disposal in this permit, or controlsa 
pollutant or practice not limited in tbis permit. 

7. Biosolids Use and Disposal 
The permittee shall conduct all biosolids use or disposal activities in accordance with the Biosolids 
Management Plan approved with the issuanceofthis permit. Any proposed changes in tbe biosolids 
use or disposal practices or proceduresfollowed by the permittee shall be documented and submitted 
forDBQNortbemRegm^ 
changes. Upon approval, the revised Biosolids Management Plan becomes an enforceable part ofthe 
permit. Tbe permit may be modified or alternatively revoked and reissued to incorporate limitations or 
conditions necessitated by substantive changes in biosolids use or disposal practices. 


